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DANGER
HAZARD OF ELECTRIC SHOCK, EXPLOSION, OR ARC FLASH
Disconnect all power before servicing equipment. 
Failure to follow these instructions will result in death or serious injury. 
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LR.D01 to LR.D21
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The opening of the branch-circuit protective device m

ay be an indication that a fault current has been 
interrupted.
To reduce the risk of the fire or electrical shock, current-carrying parts and other com

ponents of the 
controller should be exam

ined and replaced if dam
aged.

Failure to follow
 these instructions can result in death, serious injury, or equipm

ent dam
age.
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Trip Test
Only in manual
position

Do not operate when
product is under trip
condition


